— 12"x8" TEE, MJ
STA 657+69, 40.5° RT
N 1813581.91
E 1116072.09
INSTALL 10’ OF 8" PIPE
TO THE NORTH

CONNECTION TO EXISTING
8" WATER MAIN

TWO (2) 8''-45° BENDS, MJ
STA 657+66, 32.0° RT

N 1813590.17

E 1116068.78

8" GATE VALVE IN VAULT
STA 657469, 36.5° RT @ 12" GATE VALVE IN VAULT
N 1813585.61 STA 658+80, 37.0' RT
E 1116071.95 N 1813588.98

E 1116183.26

12'x8" TEE, MJ

STA 658+95, 37.0° RT
N 1813589.58

E 1116198.11

INSTALL 10° OF 8 PIPE
TO THE SOUTH

. 8" GATE VALVE IN VAULT
STA 658+95, 41.0° RT

N 1813585.92

E 1116198.21

. CONNECTION TO EXISTING
8" WATER MAIN
TWO (2) 8'-45° BENDS, MJ
STA 658+92, 45.0" RT
N 1813581.36
E 1116195.41

(2)SEE SHT WT-06

@2) FILLING vAULT

(@ FILLING vAULT

FILLING VAULT

@ 12" GATE VALVE IN VAULT
STA 659+39, 38.0° RT

N 1813590.13

E 1116241.78
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EXISTING FIRE HYDRANT TO BE z o HYDRANT TO BE
RELOCATED TO STA 656+50., 1’ NORTH OF R.O.W T RELOCATED TO
STA 659+50,
1 NORTH OF R.O.W
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